The aim of this study is to determine which of the heat exchangers is characterized by the highest efficiency in different applications. Various types of evaporative air coolers were compared: a typical counter-flow unit, the same unit operating as a heat recovery exchanger, a regenerative unit and a novel, modified regenerative exchanger. The analysis includes comparing the work of evaporative heat exchangers during summer and winter season. The analysis is based on the original mathematical models. The numerical models are based on the modified ε-NTU (number of heat transfer units) method. It was established that selected arrangements of the presented exchangers are characterized by the different efficiency in different air-conditioning applications. The analysis faces the main construction aspects of those evaporative coolers and also compares two above-mentioned devices with modified regenerative air cooler, which can partly operate on cooled outdoor airflow and on the exhaust air from conditioned spaces. This solution can be applied in any climate and it is less dependent on the outdoor conditions. The second part of the study focuses on winter season and the potential of recovering heat with the same exchangers, but with dry working air channels. This allows establishing their total potential of generating energy savings during the annual operation.
Introduction
The rise in living standards is leading to increased air-conditioning demand, especially in the summer time in high temperature areas. It is necessary to develop new sources of cooling, which could be less dependent on electric energy. The use of indirect evaporative cooling is a relatively new method of cooling air in air-conditioning systems which looks very promising, both in terms of reduced electricity consumption and in the area of using less ozone depleting refrigerants, since its working medium is water. One of the most effective cooling solutions for indirect evaporative air-cooling are the counter-flow cycles [1] [2] [3] . Those air coolers can be arranged in a variety of configurations. The most "classical" solutions are a typical counter-flow exchanger and a regenerative counter-flow exchanger [4] . The regenerative heat exchanger can also use different variants of perforation along its channel plate [5] . The counter-flow exchanger can operate as a heat recovery unit in conjunction with a standard cooling coil from mechanical compression system. This solution can be applied in any climate and it is less dependent on the outdoor conditions. To make regenerative exchangers less dependent on the ambient air parameters, a desiccant wheel can be applied to the system [6] . The last system is a novel combination of heat recovery counter-flow exchanger operating with cooling coil and a regenerative heat exchanger. The novel solution is a compromise between a regenerative exchanger and a counter-flow exchanger operating with a cooling coil. Less air is returned to the wet channel after passing through the exchanger, most of the airflow is delivered to the cooling coil where it can be additionally cooled and then to the conditioned space. After meeting the heating loads, the exhaust airflow is delivered to the working channels of the exchanger. Depending on the situation, more or less airflow can be returned directly after passing the exchanger to increase its temperature effectiveness. Therefore, during most time of its operation the device should be able to achieve high cooling capacity and low outlet temperatures.
The highest differences between temperatures of the ambient and indoor air can be observed in winter [7] . However, during operation in summer the temperature differences are much lower. Therefore, heat recovery units cannot recover much heat from the outdoor air in summer conditions. To overcome this disadvantage and provide low supply air temperatures with such units indirect-evaporative air cooling technique can be implemented in the typical counter-flow heat recovery exchangers. In the indirect evaporative air cooling heat exchanger (IEC), one side of the plate is covered with water. The other side of the plate remains dry. The plate is impenetrable, which prevents the water from contact with the dry part. During operation of such unit, water evaporates on the wet side of the plate where the working air stream passes. The primary air (in this case: outdoor air stream) passes across the dry side. Evaporation results in low temperature of the plate, which causes the heat transfer between the outdoor air and the plate and the air stream is cooled sensibly [8] . Implementation of indirect evaporative air cooling to the typical counter-flow heat recovery recuperator can result in significant energy savings. Operation during winter conditions is connected with an additional risk for any type of recuperator: when outdoor temperatures are very low, the frost can condensate on the plate surface of the heat exchanger. Frost on the plates can result in decrease in exchanger's efficiency and it may eventually damage the plates [7] . That is why, a detail analysis is required to establish optimal geometrical and operation conditions for the indirect evaporative cooling and heat recovery unit, which would allow to keep highest effectiveness and guarantee safeness of year-round operation. The obtained results showed that the dehumidification capacity variation at the first stage had a direct impact on the cooling capacity obtained in the second stage of the process. As it can be seen from the literature analysis, the heat recovery exchangers and indirect evaporative air coolers have been intensively studied by many scientists.
Subject of the Study
Presented study focuses on two aspects: it tries to analyze advantages and disadvantages of application of different types of indirect evaporative air coolers in air conditioning applications and tries to study the aspect of round-year application of one, selected unit. Counter-flow exchanger was chosen to study its round-year operation, when it is operating as an indirect evaporative air cooler in summer and typical heat recovery exchanger in winter. Such exchanger can bring significant energy savings to the air-conditioning and ventilation systems and therefore reduce the operating and costs and produced pollution [9] . As for the analysis of different evaporative air coolers during summer conditions, six arrangements were chosen to analyze important aspects of their operation ( Figure 1 ): stand-alone counter-flow unit, stand-alone regenerative flow unit, counter-flow units operating in supply-exhaust airflow arrangement with cooling coil (in this case exhaust air goes to the wet channel, unit can operate as a heat recovery exchanger during winter season), stand-alone perforated regenerative flow unit, stand-alone regenerative flow unit operating with a desiccant wheel and a novel heat exchanger which is a combination of regenerative unit and a counter-flow unit operating in supply-exhaust airflow regime. The study focuses on analysis of the indirect evaporative air coolers in different arrangements in air conditioning systems to establish the potential of their application and to establish in which arrangement evaporative air coolers achieve highest efficiency. The paper does not analyze the energy consumed by the system, because it can be significantly different, depending on the application (different climate conditions, different airflow rates, different cooling loads etc.). The operation of all of indirect evaporative air coolers presented in Figure 1 is simulated by original mathematical models. The difference between in presented exchangers lies in their airflow arrangement, which allows achieving significantly different efficiency, even though the construction of the exchangers is similar. From the mathematical modeling standpoint the difference does not lie in the energy balance equations (all the exchangers realize counter-flow, which is modeled with the same type of equations), but with the boundary conditions for the heat and mass transfer process. The differences are visible as follows:
-The typical counter-flow exchanger has separate intakes for primary and working air ( Figure  1a ,c). Therefore, both air streams can have different inlet parameters and different values of the airflow rate. This unit is not able to create a pre-cooling effect for the working air in the dry channel as regenerative unit (Figure 1b ), but it can operate on the exhaust air in the systems with additional cooling coil ( Figure 1c ) and can have value of the airflow in the wet channel equal or higher to value of the airflow in the dry channel. -In the regenerative heat and mass exchanger a mixture of primary and working airflow is delivered to the dry channel ( Figure 1b) and it passes the dry channel, where it is cooled. At the end of the dry channel primary and working airflow are separated, working airflow is delivered The difference between in presented exchangers lies in their airflow arrangement, which allows achieving significantly different efficiency, even though the construction of the exchangers is similar. From the mathematical modeling standpoint the difference does not lie in the energy balance equations (all the exchangers realize counter-flow, which is modeled with the same type of equations), but with the boundary conditions for the heat and mass transfer process. The differences are visible as follows:
-
The typical counter-flow exchanger has separate intakes for primary and working air (Figure 1a,c) . Therefore, both air streams can have different inlet parameters and different values of the airflow rate. This unit is not able to create a pre-cooling effect for the working air in the dry channel as regenerative unit (Figure 1b ), but it can operate on the exhaust air in the systems with additional cooling coil ( Figure 1c ) and can have value of the airflow in the wet channel equal or higher to value of the airflow in the dry channel. -In the regenerative heat and mass exchanger a mixture of primary and working airflow is delivered to the dry channel ( Figure 1b) and it passes the dry channel, where it is cooled. At the end of the dry channel primary and working airflow are separated, working airflow is delivered to the wet channel, while primary airflow is delivered to the occupants. Precooling of the working airflow in the dry channel allows to increase the efficiency of the exchanger, however, it also gives several disadvantages: regenerative unit cannot use exhaust air from the conditioned room, airflow delivered to the occupants is always smaller than the intake air (and airflow in the wet channel has to be smaller than the airflow in the wet channel. To increase the efficiency of the regenerative unit, a desiccant wheel can be added, to dehumidify the air before it passes the cooler (Figure 1e ).
The perforated regenerative exchanger is similar to the regenerative exchanger, but in this unit, working air is delivered to the wet channel in portions instead of delivering whole value of the working air after it passes the dry channel as it is in case of the typical regenerative air cooler (Figure 1d ). From the mathematical modeling standpoint, this unit requires additional algorithm describing the air streams mixing process (described in detail by authors in [5] ). -
The novel, modified exchanger is a combination of regenerative unit and a counter-flow unit (Figure 1f ). It can operate on the exhaust air, but it can also return part of the airflow from the dry channel to the wet channel. Depending on the ambient and exhaust air conditions, proportions between air returned from the dry channel and the exhaust airflow can be changed to achieve highest effectiveness.
Methodologies

Model
The mathematical models developed to analyze the performance of indirect evaporative coolers are based on the modified ε-NTU method. In this method, the air stream in the matrix passages is considered to be a gaseous fluid flow with constant temperature, velocity and mass transfer potential (humidity ratio of the air) in the direction normal to the plate surfaces. It is assumed the bulk average values can be used for all variables. Due to the fact that authors presented such models in their previous papers, along with the detail transformation of the differential equations, this process will be omitted in this paper and only the basic form of the energy balance equations will be shown. All the detail information about the models are presented and analysis of the evaporative air coolers with the ε-NTU method is presented in papers previously published by authors: [2] [3] [4] [5] 8, 10] . The basis of the method, including main heat transfer and flow characteristics assumptions, are presented in [4] . The main assumptions used in the model are listed in Table 1 for completeness.
In the perforated regenerative exchanger, the perforations are regularly distributed in the plate along the X-axis in each cross-section, three perforations were assumed (they are placed in sections X = X/L X = 0.33; 0.66; 1.0, Figure 2b ). In each cross-section of the X-axis, 1/3 of the total working air flow gets to the wet channel (regardless of the number of holes along the Y-axis). The basic explanation of the assumptions connected with analysis of the perforated air coolers was presented by Pandelidis and Anisimov in [5] . The energy balance equations are the same for all of analyzed indirect evaporative air coolers, the main difference lies in the calculating algorithm, which is different for the assumed exchangers. The model of perforated exchanger requires an additional algorithm describing the airflow mixing process. The algorithm was presented by the authors in [5] . Due to the fact that authors described the process of conversion the basic equations describing heat and mass transfer in indirect evaporative air coolers in detail in their previous studies [5] , this process will be omitted in this study and only the final form of the equations will be presented. The governing equations for heat and mass transfer are discretized according to the modeled geometry shown in Figure 3 . The following balance equations can be written for the air streams passing through control volume of the two HMXs (heat and mass exchangers- Figure 3 ):
•
The energy balance for the main air flow (see Figure 3a ) is given as:
where = ( ⁄ ) .
• The energy balance for the working air stream in the wet channel (see Figure 3a ,b) is given as:
• The mass balance equation for the water vapor inside the wet channel is given as: The energy balance equations are the same for all of analyzed indirect evaporative air coolers, the main difference lies in the calculating algorithm, which is different for the assumed exchangers. The model of perforated exchanger requires an additional algorithm describing the airflow mixing process. The algorithm was presented by the authors in [5] . Due to the fact that authors described the process of conversion the basic equations describing heat and mass transfer in indirect evaporative air coolers in detail in their previous studies [5] , this process will be omitted in this study and only the final form of the equations will be presented. The governing equations for heat and mass transfer are discretized according to the modeled geometry shown in Figure 3 . The following balance equations can be written for the air streams passing through control volume of the two HMXs (heat and mass exchangers- Figure 3 ):
.
where .
The energy balance for the working air stream in the wet channel (see Figure 3a ,b) is given as:
The mass balance equation for the water vapor inside the wet channel is given as:
Energies 2017, 10, 577 The mathematical model also is supplemented by the energy balance equations for a differential control volume of the fins in the dry and wet channel [7] and the energy balance equations.
• For the plate surface in the main air-flow channel (see Figure 3 ).
Equation (4) can be converted using following set of equations:
to the form presented below:
• For the plate surface in the working air channel (see Figure 3 ): The mathematical model also is supplemented by the energy balance equations for a differential control volume of the fins in the dry and wet channel [7] and the energy balance equations.
• For the plate surface in the main air-flow channel (see Figure 3) .
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• For the plate surface in the working air channel (see Figure 3 ):
This equation can be converted using the Equation (6) and the energy balance equation presented below:
It should be noted that the iterative procedure of the boundary conditions assignment for the fin in the wet channel and local plate temperature computation at each node of integration step is considerably simplified using Equation (9).
To complete the set of differential Equations (i.e., (1), (2), (3), (8) and (9)) the initial conditions are needed (see Figure 2 ).
For the main air stream:
• For the working air stream:
The boundary conditions for the fin in the working air-flow passage ( Figure 4 ) are:
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to the form:
It should be noted that the iterative procedure of the boundary conditions assignment for the fin in the wet channel and local plate temperature computation at each node of integration step is considerably simplified using Equation (9) .
To complete the set of differential Equations (i.e., (1), (2), (3), (8) and (9)) the initial conditions are needed (see Figure 2 ). • And the boundary conditions for the fin in the main air-flow passage are:
The model is also supplemented by a non-linear empirical relationship between the saturation pressure of water vapor and its temperature [5] . Moreover, during calculation of the differential equations describing the heat and mass transfer in perforated HMX, the effect of mixing which •
And the boundary conditions for the fin in the main air-flow passage are:
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The model is also supplemented by a non-linear empirical relationship between the saturation pressure of water vapor and its temperature [5] . Moreover, during calculation of the differential equations describing the heat and mass transfer in perforated HMX, the effect of mixing which makes the primary and secondary mass flow rates variable is taken into account. Therefore, mathematical model is supplemented with an additional algorithm, describing the process of the air streams mixing in the perforated HMX (such algorithm is explained in detail in [5] ). The model described above is implemented in a multi-module computer simulation program to predict the thermal performance. A four-dimensional computational numerical code on the base of the modified Runge-Kutta method was implemented using the Pascal computing language.
Validation
The models were validated using existing experimental data. Measurement conditions were accurately reproduced in the numerical simulations. Authors of the experiments used for validation of the models provided a detail description of the exchangers used. The geometry of the unit (i.e., dimensions and channel characteristics) allows to calculate convective heat transfer coefficient α and heat and mass transfer surface F. Authors also provided air velocities, which allowed to calculate the mass flow rate G. These three parameters allowed calculating the NTU number. Other needed parameters, i.e., initial conditions (inlet air temperature and humidity) were also provided. Above-mentioned information was implemented in the models and this allowed performing the simulation. Mathematical models validated describe regenerative HMX. The accuracy of the mathematical model predictions are recognized to be analogous for other HMXs studied in this paper, since the numerical models describing heat and mass transfer in the investigated units are similar to ones describing other above-mentioned devices. Detail description of validation of models describing indirect evaporative air coolers performed by authors can be found in [2] [3] [4] [5] 7, 8, 10] .
Hsu et al. [11] performed an experimental study on a counter flow regenerative heat and mass exchanger and determined the primary air temperature distribution along the dry channels. The inlet air temperature was 34.2 • C and wet-bulb temperature was 15 • C. The comparison of experimental results with calculations is shown in Figure 5 . It should be noticed that the mathematical model is able to predict the distribution of temperature inside channel with satisfactory accuracy (average discrepancy about 5%). makes the primary and secondary mass flow rates variable is taken into account. Therefore, mathematical model is supplemented with an additional algorithm, describing the process of the air streams mixing in the perforated HMX (such algorithm is explained in detail in [5] ). The model described above is implemented in a multi-module computer simulation program to predict the thermal performance. A four-dimensional computational numerical code on the base of the modified Runge-Kutta method was implemented using the Pascal computing language.
Hsu et al. [11] performed an experimental study on a counter flow regenerative heat and mass exchanger and determined the primary air temperature distribution along the dry channels. The inlet air temperature was 34.2 °C and wet-bulb temperature was 15 °C. The comparison of experimental results with calculations is shown in Figure 5 . It should be noticed that the mathematical model is able to predict the distribution of temperature inside channel with satisfactory accuracy (average discrepancy about 5%). In addition, Joohyun Lee and Dae-Young Lee [12] carried out the studies a counter-flow regenerative evaporative cooler with finned channels. The counter-flow regenerative evaporative cooler was characterized with 1.5 mm × 9.8 mm finned channels (specification in Table 2 ). They used a specially developed finned channel and hydrophilic porous coatings on a wet-channel to improve heat and mass transfer. The flow rate of the supply air and flow rate of the extraction air was measured by a turbine flow meter. Humidity ratio at the product air side was measured by a dew-point hygrometer. All measured data were recorded every 10 s. Table 2 . Input data and specifications for regenerative counter flow heat and mass exchanger from [12] .
Input Data Values Unit
Inlet
The impact of inlet air conditions, water and air flow rates, and working air to primary air ratio on supply air temperature were tested experimentally. The model was set to the same operating conditions as for the experimental cases, including the exchanger geometry and inlet airflow conditions.
The indirect evaporative exchanger was examined under different inlet operating conditions while the air velocity in the dry channel was constant and equal 1 m/s. The validation of the numerical calculation is presented in Figure 6 with maximum deviation of 3.8%. The experimental work shown that under the inlet condition of 32 • C and 40% RH (relative humidity), the supply air temperature was 19.5 • C, the model predicted 19.44 • C (deviation 0.56%) (Figure 6b 
In addition, Joohyun Lee and Dae-Young Lee [12] carried out the studies a counter-flow regenerative evaporative cooler with finned channels. The counter-flow regenerative evaporative cooler was characterized with 1.5 mm × 9.8 mm finned channels (specification in Table 2 ). They used a specially developed finned channel and hydrophilic porous coatings on a wet-channel to improve heat and mass transfer. The flow rate of the supply air and flow rate of the extraction air was measured by a turbine flow meter. Humidity ratio at the product air side was measured by a dew-point hygrometer. All measured data were recorded every 10 s. Table 2 . Input data and specifications for regenerative counter flow heat and mass exchanger from [12] .
Input data
The indirect evaporative exchanger was examined under different inlet operating conditions while the air velocity in the dry channel was constant and equal 1 m/s. The validation of the numerical calculation is presented in Figure 6 with maximum deviation of 3.8%. The experimental work shown that under the inlet condition of 32 °C and 40% RH (relative humidity), the supply air temperature was 19.5 °C, the model predicted 19.44 °C (deviation 0.56%) (Figure 6b ). 
Results and Discussion
Comparision of Different Types of Evaporate Air Coolers
The comparison between the regenerative and the counter-flow units are presented in Figure 7a -d. Figure 7a shows the comparison when both units operate using only ambient air.
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Results and Discussion
Comparision of Different Types of Evaporate Air Coolers
The comparison between the regenerative and the counter-flow units are presented in Figure  7a -d. Figure 7a shows the comparison when both units operate using only ambient air. It is clearly shown that the regenerative air cooler is characterized by higher temperature effectiveness than the counter-flow unit. The differences are up to 1.5 °C. This is caused by the initial pre-cooling of the working airflow in the dry channel of the regenerative exchanger: if one evaporative exchanger has a hot air entering both channels, while the other has pre-cooled air with the same humidity ratio entering the wet channel, the second would obtain the lower supply air temperature. The regenerative air cooler obtains lower cooling capacity than the counter-flow cooler (Figure 7b ). This follows from the flow arrangement inside the exchanger: even though it allows obtaining high temperature effectiveness by pre-cooling of the airflow, it requires a part of main air flow to be delivered to the wet channel. The counter-flow exchanger obtains a higher cooling capacity despite the fact that it is characterized by the lower temperature effectiveness. Figure 7c shows the comparison between the same exchangers, but in this case the counter-flow unit operates It is clearly shown that the regenerative air cooler is characterized by higher temperature effectiveness than the counter-flow unit. The differences are up to 1.5 • C. This is caused by the initial pre-cooling of the working airflow in the dry channel of the regenerative exchanger: if one evaporative exchanger has a hot air entering both channels, while the other has pre-cooled air with the same humidity ratio entering the wet channel, the second would obtain the lower supply air temperature. The regenerative air cooler obtains lower cooling capacity than the counter-flow cooler (Figure 7b ). This follows from the flow arrangement inside the exchanger: even though it allows obtaining high temperature effectiveness by pre-cooling of the airflow, it requires a part of main air flow to be delivered to the wet channel. The counter-flow exchanger obtains a higher cooling capacity despite the fact that it is characterized by the lower temperature effectiveness. Figure 7c shows the comparison between the same exchangers, but in this case the counter-flow unit operates with exhaust airflow delivered to the wet channels (instead of outdoor air: see Figure 1c ). In such an arrangement, the evaporative air cooler can operate as a pre-cooling unit for a standard cooling coil. This arrangement makes the system less sensitive to the outdoor conditions. The main advantages of the system with the counter-flow exchanger and the cooling coil is the lower sensitivity on the outlet conditions, possibility the precise regulation of the inlet temperature and humidity (cooling coil operating in drying mode) and recovery of the "free" cooling energy provided by the exhaust air. Furthermore, the indirect evaporative air cooler can also operate as a typical heat recovery unit during the winter season. The main disadvantages are: using a mechanical vapor compression system as a backup cooling source (even if its energy consumption is significantly lower) and sensitivity on the exhaust air parameters. From Figure 7 it can be observed that, depending on the ambient and exhaust air parameters, both regenerative and counter-flow units are alternately more effective. For this reasons the authors have proposed the novel solution: modified counter-flow exchanger. This device has all the advantages of the presented exchangers: depending on the indoor and outdoor conditions and it operates either as a counter-flow or regenerative air cooler.
The comparison of presented unit with other systems is shown is in Figure 8 . Figure 8a shows the comparison of the outlet supply air temperatures obtained by the novel unit and a typical counter-flow exchanger using exhaust air. It can be seen that in all cases, the modified exchanger is able to achieve lower outlet temperatures, with differences are up to 1.2 • C. The comparison of the outlet temperatures obtained by the novel device with regenerative exchanger is shown in Figure 8b . It can be observed that even for unfavorable indoor conditions (i.e., higher temperature and humidity levels) the modified unit is able to achieve similar or higher effectiveness than the air-cooled exchanger. Figure 8c shows comparison of novel unit with the regenerative exchanger with the same value of returned airflow (i.e., 20% of the main air stream). It can be seen that under such operating conditions, the modified counter-flow exchanger obtains significantly lower outlet temperatures than the regenerative unit, with differences up to 5 • C. This shows the high potential of the novel exchanger, where it is able to achieve higher thermal effectiveness due to the favorable combination of keeping the higher heat capacity of the working airflow and reduction of exhaust air humidity ratio by mixing it with dryer supply air. Due to the fact that only 20% of the airflow is returned to the wet channel, the unit is able to achieve much higher cooling capacities than the regenerative exchanger (Figure 8d ). It can be seen that novel exchanger obtains a little lower cooling capacity than the counter-flow unit (the differences are up to 3 kW per every m 3 /s of main airflow), however it still is able to obtain over two times higher cooling capacity than the regenerative unit. Another solution, which needs to be compared with the presented unit is a regenerative heat exchanger coupled with a desiccant wheel (Figure 8f ). In such systems, the airflow is dried (and also heated) by the desiccant rotor before it is delivered to the indirect evaporative cooler. Dryer air is produced by the evaporative cooling process with higher effectiveness. Such system is also less sensitive to the ambient air conditions. However, it can be observed from Figure 8f , the ambient air has to be dried to a very low humidity ratio level (which corresponds to the relative humidity of the processed air equal to 10%) to be able to achieve higher effectiveness than the novel unit. Such low humidity ratio levels require additional power for regeneration of the sorbent in the desiccant wheel. Some novel systems have tried to cover the required power with solar energy [13] . However solar systems are also dependent on the ambient conditions and usually the system requires an additional heater [14] . Moreover, the SDEC (i.e., solar descant evaporative cooling) system is more expensive and also more complicated due to the additional solar system and complicated airflow scheme. It can be seen that presented solution is able to achieve a high temperature effectiveness and cooling capacity and its sensitivity to ambient conditions is low. It is easy to implement in classical air handling units, due to the fact that it can operate in supply-exhaust air flow scheme. The main disadvantage of the presented exchanger is the fact that it still requires traditional mechanical vapor compression systems as supplementary cooling source. However, due to its adjustability it is able to significantly reduce the vapor compression system operation time. This shows that when object is not equipped with a source of the waste heat or does not have the space for solar panels, which can provide enough power for the regeneration of the desiccant wheel should rather consider systems with the novel cooler or counter-flow unit and cooling coil. If the object has the source of waste heat, the presented solution can also be considered, because it can be used to supply the absorbent chiller instead of the mechanical compression unit, which can minimize the energy consumed by the system and make it much more effective and keep it simple and inexpensive in terms of investment.
Energies 2017, 10, 577 12 of 19 the desiccant wheel should rather consider systems with the novel cooler or counter-flow unit and cooling coil. If the object has the source of waste heat, the presented solution can also be considered, because it can be used to supply the absorbent chiller instead of the mechanical compression unit, which can minimize the energy consumed by the system and make it much more effective and keep it simple and inexpensive in terms of investment. 
Annual Opeartion
The counter-flow unit operating as a heat recovery exchanger was selected to analyze the problems connected with annual operation of indirect evaporative coolers. The evaporative heat exchanger would operate as follows: during summer conditions, when cooling of the outdoor air is required, the return air channel is wetted with water and it operates as an indirect evaporative air cooler. When ambient temperatures become low and heating of the outdoor airflow is required, the control valve stops delivering water to the unit and the return air channel remains dry. The water left in tank is removed to the sewerage. This allows the presented unit to operate as a typical heat recovery exchanger.
Cooling Effectiveness during Summer Operation
One additional factor was chosen to analyse operation in summer season:
Equivalent effectiveness defined as a ratio of temperature difference between inlet and outlet outdoor airflow obtained by the considered exchanger to the difference obtained by the typical counter-flow heat recovery exchanger (no water in the exhaust air channel, only sensible heat transfer) with known temperature effectiveness (the assumed temperature effectiveness of the typical unit is equal to 0.7 [15] ).
The results are presented in Figure 9 . It can be seen that the efficiency of the exchanger strongly depends on the return air parameters (temperature and relative humidity). For the most favourable conditions (lowest inlet return air temperature and relative humidity), the considered exchanger achieves outlet supply air temperature equal 15.1 • C (Figure 9a ), which corresponds to over 18 kW of almost free cooling power (the costs of water consumption and additional fan power are negligible comparing to the cost of the electricity consumed by typical refrigeration units [16] . For less favourable conditions (t 2i = 28 • C, RH 2i = 60%), the presented unit achieves supply air temperature equal 22.5 • C, which corresponds to the cooling capacity equal 9.0 kW (Figure 8b ). It is clearly visible that such a low level of supply air temperatures is impossible to obtain with the standard heat recovery exchanger (standard recuperator with effectiveness equal 1.0, which is impossible to obtain in practice, is able to cool the ambient air to the inlet temperature of the return airflow). An indirect evaporative air cooler, however, is able to achieve significantly lower temperatures than the inlet temperature of the return air, due to the additional advantage of water evaporating on the plate surface in exhaust air channel. The sensible heat transferred from the outdoor airflow is not only used on heating the exhaust air, as it is in the standard heat recovery units, but it is also used on evaporation of the water. It can be seen from the equivalent efficiency factor that the presented heat exchanger is much more efficient than the typical counter-flow recuperator (Figure 9c ). The differences between effectiveness obtained by the analyzed device and the typical heat recovery unit are increasing with decreasing difference between inlet temperatures of the outdoor and return airflow. The indirect evaporative air cooler, however, is able to achieve very low temperatures even when exhaust air is relatively humid and hot. It can be seen that the inlet outdoor air temperature also affects the efficiency of presented indirect evaporative air cooler (Figure 9d-f) . However, for inlet outdoor air temperatures higher than 5 • C in the case presented in Figure 9a -c the obtained supply air temperatures are only 1 • C higher (Figure 9d ). This is caused by the fact that return air temperature in the presented system is less dependent on the outdoor air, but on the assumed indoor conditions, which are rather constant in summer season. The cooling capacity in presented case increases by about 5 kW (Figure 9e ). It can be observed that equivalent effectiveness is a little lower than in Figure 9c . This follows from the fact that temperature difference between outdoor and indoor air is higher and typical unit is able to cool ambient air more effectively (Figure 9f ). However, presented exchanger is still characterized by significantly higher efficiency. It is clearly visible that application of indirect evaporative air cooling technique in heat recovery units in air conditioning systems would result in important energy savings.
presented 
Heat Recovery Effectiveness and Safe Working Conditions during Winter Operation
During the winter season, the considered exchanger operates in completely different conditions, therefore other efficiency factors need to be established for its analysis. It should be mentioned that safe operation is the priority in the winter season. Operation during winter conditions is connected with risks for any type of recuperator: when outdoor temperatures are very low, the frost can condensate on the plate surface of the heat exchanger (detail information about frost formation in recuperators in winter season can be found in [16] ). Frost on the plates can result in a decrease in the exchanger's efficiency and it can eventually damage the plates. Safe working conditions (i.e., lowest outdoor temperature which allows to avoid the frost formation under exhaust air temperature with known parameters [16] ) depend on three main factors: temperature efficiency of the exchanger, return air temperature and return air relative humidity. There are two important efficiency factors which are included for the analysis of the winter operation, in particular:
Temperature effectiveness:
Equivalent effectiveness defined as a ratio of temperature difference between safe operating conditions temperature at entrance to the exchanger and outlet airflow temperature obtained for safe operating conditions at winter season to the difference at outdoor air temperature at entrance to the exchanger and outlet airflow temperature obtained at this conditions. The effectiveness is calculated under the same temperature efficiency of the exchanger (εt = const).
It can be seen that safe working conditions depend on three main factors: temperature efficiency of the exchanger, return air temperature and return air relative humidity (Figure 10 ). 
Equivalent effectiveness defined as a ratio of temperature difference between safe operating conditions temperature at entrance to the exchanger and outlet airflow temperature obtained for safe operating conditions at winter season to the difference at outdoor air temperature at entrance to the exchanger and outlet airflow temperature obtained at this conditions. The effectiveness is calculated under the same temperature efficiency of the exchanger (ε t = const).
It can be seen that safe working conditions depend on three main factors: temperature efficiency of the exchanger, return air temperature and return air relative humidity (Figure 10 ). Achieving higher temperature effectiveness during the winter season is connected with increasing safe temperature (Figure 10a,b) . It is also visible that airflow with very low relative humidity (RH 2i = 20%) allows for safe operation at very low outlet temperatures (from −12.5 to −4.2 • C, depending on the temperature of the exhaust air stream- Figure 10a,b) . However, for a little higher inlet relative humidity, which corresponds to the comfortable conditions during winter (RH 2i = 30% and 40% [16] ), the safe temperature significantly increases. For the high level of inlet humidity (RH 2i = 50% and 60% [16] ) t swc index becomes low again. An explanation of this paradoxical trend is that the intensive condensation process in the form of water film at the inlet area of the return air channel causes the increase of the plate temperature at the expanse of latent heat of water-vapour condensation. Under such conditions the temperature of the exhaust airflow at the exit area of the channel is higher than in the case of realization of the "dry" (sensible) heat exchange at the initial part of the return air channel. The closer dew point temperature of the return air is to 0 • C the higher safe operating temperature is required to prevent the ice formation. For airflow with inlet temperature 20.0 • C, relative humidity which results in 0 • C dew point temperature is equal to 26.1% [16] . For airflows with lower humidity, the dew point temperature is lower than 0 • C, therefore outdoor air temperatures which cause ice formation are lower. It can be easily seen that inlet relative humidity equal 30% is very close to 26.1%, therefore the exchanger operating under such conditions requires higher safe operating temperature. This is unfortunate, since RH = 30% is usually assumed as comfortable for humans during winter season. It can be seen that safe working conditions affect the total effectiveness of the exchanger (Figure 10c-f) . Although the obtained outlet temperature is higher than in case when outdoor air is not pre-heated (Figure 10c,d) , the obtained heating capacity is significantly lower (Figure 10e,f) . This is caused by the lower temperature difference between inlet and outlet outdoor airflow. The outlet temperatures obtained by considered exchanger are visible in Figure 10c ,d. It can be concluded that safe operation of the counter-flow exchanger during winter season has direct impact on the total energy used by the system. Such exchanger requires additional heating power for its safe operation. Furthermore, its efficiency is reduced due to the lower temperature difference between return air and outdoor air after heating. This shows that precise determination of the safe working temperature is essential for the energy savings-when assumed safe temperature is too low, the exchanger will be frozen and ventilation system has to be shut down. When the assumed temperature is set to high system consumes additional rate of energy. Achieving higher temperature effectiveness during the winter season is connected with increasing safe temperature (Figure 10a,b) ). It is also visible that airflow with very low relative humidity (RH2i = 20%) allows for safe operation at very low outlet temperatures (from −12.5 to −4.2°C, depending on the temperature of the exhaust air stream- Figure 10a,b) . However, for a little higher inlet relative humidity, which corresponds to the comfortable conditions during winter (RH2i = 30 and 40% [16] ), the safe temperature significantly increases. For the high level of inlet humidity (RH2i = 50 and 60% [16] ) tswc index becomes low again. An explanation of this paradoxical trend is that the intensive condensation process in the form of water film at the inlet area of the return air channel causes the increase of the plate temperature at the expanse of latent heat of water-vapour condensation. Under such conditions the temperature of the exhaust airflow at the exit area of the channel is higher than in the case of realization of the "dry" (sensible) heat exchange at the initial part of the return air channel. The closer dew point temperature of the return air is to 0°C the higher safe operating temperature is required to prevent the ice formation. For airflow with inlet temperature 20.0 °C, relative humidity which results in 0°C dew point temperature is equal to 26.1% [16] . For airflows with lower humidity, the dew point temperature is lower than 0 °C, therefore outdoor air temperatures which cause ice formation are lower. It can be easily seen that inlet relative humidity equal 30% is very close to 26.1%, therefore the exchanger operating under such conditions requires higher safe operating temperature. This is unfortunate, since RH = 30% is usually assumed as comfortable for humans during winter season. It can be seen that safe working conditions affect the total effectiveness of the exchanger (Figure 10c-g ). Although the obtained outlet temperature is higher than in case when outdoor air is not pre-heated (Figure 10c,d) ), the obtained heating capacity is significantly lower (Figure 10e,f) . This is caused by the lower temperature difference between inlet and outlet outdoor airflow. The outlet temperatures obtained by considered exchanger are visible in Figure 10h . It can be concluded that safe operation of the counter-flow exchanger during winter season has direct impact on the total energy used by the system. Such exchanger requires additional heating power for its safe operation. Furthermore, its efficiency is reduced due to the lower temperature difference between return air and outdoor air after heating. This shows that precise determination of the safe working temperature is essential for the energy savings-when assumed safe temperature is too low, the exchanger will be frozen and ventilation system has to be shut down. When the assumed temperature is set to high system consumes additional rate of energy. 
Problems Associated with Round-Year Operation
The analysis of the previous section brings important conclusion: the high efficiency of the exchanger can lead to the additional energy consumption connected with providing safe operating conditions during winter season. On the other hand, in summer time high efficiency of the considered unit is well required and it is not connected with additional costs. This problem requires a detail analysis, since the basic purpose of the heat recovery exchangers is to generate energy savings at highest level. The solution to the above-mentioned problem depends on the climate region, where such exchanger is applied. Systems operating in warmer regions (such as southern parts of Europe) are characterized with high cooling demand and low heating demand. The temperatures during the winter season in such climate conditions are usually above 0 °C. In this case, considered exchanger should guarantee maximal cooling efficiency and NTU value should be close to 6. In cold regions, such as northern Europe, the cooling demand during summer time is rather low and exchanger should guarantee highest heat recovery and safe operation during winter season. However, the NTU value for such exchanger cannot be determined generally, because it depends on the climate region, parameters of the exhaust air and source of heating energy for pre-heating of the outdoor airflow. It can be also seen that even though equivalent efficiency of the exchanger decreases with increasing NTU (Figure 11a ), the exchanger can produce more heating power (Figure 11b ), due to the more effective heat recovery. This problem is even more complicated in the regions with temperate climate, where cooling demand in summer and heating demand in winter are similar. This problem can only be solved with compromise optimization method applied 
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Conclusions
The regenerative unit is able to achieve the lowest outlet temperatures; however, it is characterized with the lowest cooling capacity. The counter-flow unit can achieve similar efficiency when it is operating as a heat recovery unit in supply-exhaust system with cooling coil. The evaporative cooling process runs with higher effectiveness due to the low temperature of the exhaust airflow. The novel counter-flow unit is a compromise between a regenerative exchanger and a counter-flow unit. It is able to achieve very low outlet temperatures, similar to the regenerative unit while keeping relatively high cooling capacity, like typical counter-flow heat and mass exchanger. Its main advantage is its ability to be adjusted: the control system in air handling unit is able to change the value of returned airflow with damper. The unit can operate as a typical counter-flow or more like regenerative exchanger depending on the outdoor conditions. This allows reduction in the energy consumed by the air conditioning system equipped with an indirect evaporative air cooler and classical cooling coil to the lowest level. The additional advantage of the presented unit is the ability to operate as a heat recovery exchanger during winter season. The study shows the high potential for the application of the novel device to air-conditioning systems. 
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